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Inside of Building 218-1H, there are three Trane 450 ton HVAC chillers. These chillers provide chilled water for the supply air handlers to the
HAOM facility and to the instrument and breathing air supply equipment. The chillers are going to be overhauled in the future; however, it was
determined that the interior evaporator tubes cannot be accessed because the evaporator piping cannot be removed.. The solution in M-DCF-
H-13631 involves cutting the pipe and welding flanges to allow a section of the evaporator piping to be removed. This will allow a technician to
access the evaporator tubes for the upcoming overhaul activities.
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